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Sample ProjectJob:Right-Suite® Universal 2023 Short Form
Ocotober 25th, 2021Date:

Sample Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

Project Information
Sample ProjectFor:
1234 82nd Avenue Suite # 203, Vero Beach, FL 32966
Phone: 772-473-7350

Htg Clg Htg Clg
Outside db 9143(°F) Inside db 7570(°F)
Outside RH 57-(%) Inside RH 50-(%)
Outside wb 78-(°F) Inside wb 63-(°F)
Daily range 15-(°F) Design TD 1627(°F)
Moisture diff. 59-(gr/lb)

Cooling EquipmentHeating Equipment

Make n/a Make n/a
Model n/a Model n/a
Type n/a Type n/a
Efficiency n/a COP / EER / SEER 0
Heating Input MBtuh0 Sensible Cooling MBtuh0
Heating Output MBtuh0 Latent Cooling MBtuh0
Humidifier gpd0 Total Cooling MBtuh0
Leaving Air Temp °F0 Leaving Air Temp °F0
Actual Heating Fan cfm0 Actual Cooling Fan cfm0

Equipment Location Sample
System Type n/a
Fan Motor Heat Type n/a
Fan & Motor Combined Efficiency %0
Static Pressure Across Fan in H2O0

NAME Area Heat Sensible Latent Htg Clg Time
ft² Loss Gain Gain cfm cfm

SYSTEM 2 2068 Aug 1600 LDT17501750133563214421361
SYSTEM 1 2191 Aug 1600 LDT17501750133243985820880

Sample 4259 42241 72001 26680 3500 3500 Aug 1600 LDT
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Sample ProjectJob:Right-Suite® Universal 2023 Short Form
Ocotober 25th, 2021Date:

SYSTEM 1 Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

Project Information
Sample ProjectFor:
1234 82nd Avenue Suite # 203, Vero Beach, FL 32966
Phone: 772-473-7350

Htg Clg Htg Clg
Outside db 9143(°F) Inside db 7570(°F)
Outside RH 57-(%) Inside RH 50-(%)
Outside wb 78-(°F) Inside wb 63-(°F)
Daily range 15-(°F) Design TD 1627(°F)
Moisture diff. 59-(gr/lb)

Cooling EquipmentHeating Equipment

Make Goodman Mfg. Make Goodman Mfg.
Model GSZ140601K Model GSZ140601K
Type Split ASHP Type Split ASHP
Efficiency 8.5 HSPF COP / EER / SEER 14.0
Heating Input Sensible Cooling MBtuh39.5
Heating Output MBtuh @ 47°F59.0 Latent Cooling MBtuh16.9
Humidifier gpd7.9 Total Cooling MBtuh56.5
Leaving Air Temp °F100.7 Leaving Air Temp °F55.0
Actual Heating Fan cfm1750 Actual Cooling Fan cfm1750

Equipment Location SYSTEM 1
System Type PEAKCV
Fan Motor Heat Type PACKAGE
Fan & Motor Combined Efficiency %0
Static Pressure Across Fan in H2O0

NAME Area Heat Sensible Latent Htg Clg Time
ft² Loss Gain Gain cfm cfm

BREAK 133 Aug 1600 LDT11524887025952209
IT 29 Aug 1600 LDT00000
RR 53 Aug 1600 LDT49751311004482
FILE STORAGE 169 Aug 1600 LDT131136110630021658
OFFICE1 169 Aug 1600 LDT1161910872712902
OFFICE2 169 Aug 1600 LDT1192010962775905
RECEPTION/WAITING 460 Aug 1600 LDT381340298987254311
OFFICE3 176 Aug 1600 LDT157183116135741994
OFFICE4 159 Aug 1600 LDT147273102333372493
CLA 14 Aug 1600 LDT00000
CLB 12 Aug 1600 LDT00000
AHU1 16 Aug 1600 LDT00000
RR2 51 Aug 1600 LDT4156102843363
SHOWROOM A 582 Aug 1600 LDT4944003758112915562
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SYSTEM 1 2191 20880 39858 13324 1750 1750 Aug 1600 LDT
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Sample ProjectJob:Right-Suite® Universal 2023 Short Form
Ocotober 25th, 2021Date:

SYSTEM 2 Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

Project Information
Sample ProjectFor:
1234 82nd Avenue Suite # 203, Vero Beach, FL 32966
Phone: 772-473-7350

Htg Clg Htg Clg
Outside db 9143(°F) Inside db 7570(°F)
Outside RH 57-(%) Inside RH 50-(%)
Outside wb 78-(°F) Inside wb 63-(°F)
Daily range 15-(°F) Design TD 1627(°F)
Moisture diff. 59-(gr/lb)

Cooling EquipmentHeating Equipment

Make Goodman Mfg. Make Goodman Mfg.
Model GSZ140601K Model GSZ140601K
Type Split ASHP Type Split ASHP
Efficiency 8.5 HSPF COP / EER / SEER 14.0
Heating Input Sensible Cooling MBtuh39.5
Heating Output MBtuh @ 47°F59.0 Latent Cooling MBtuh16.9
Humidifier gpd8.7 Total Cooling MBtuh56.5
Leaving Air Temp °F100.7 Leaving Air Temp °F55.0
Actual Heating Fan cfm1750 Actual Cooling Fan cfm1750

Equipment Location SYSTEM 2
System Type PEAKCV
Fan Motor Heat Type PACKAGE
Fan & Motor Combined Efficiency %0
Static Pressure Across Fan in H2O0

NAME Area Heat Sensible Latent Htg Clg Time
ft² Loss Gain Gain cfm cfm

SHOW ROOM B 1321 Aug 1600 LDT102779886121943412553
OFFICE7 165 Aug 1600 LDT169138106429721546
OFFICE8 222 Aug 1600 LDT173316142831102822
HARDWARE 118 Aug 1600 LDT13117676922591546
OFFICE6 230 Aug 1600 LDT250323148343682895
AHU2 12 Aug 1600 LDT00000

SYSTEM 2 2068 21361 32144 13356 1750 1750 Aug 1600 LDT
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Sample ProjectJob:Right-Suite® Universal 2023 Load Summary
Ocotober 25th, 2021Date:

Sample Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

Project Information
Sample ProjectFor:
1234 82nd Avenue Suite # 203, Vero Beach, FL 32966
Phone: 772-473-7350

COOLING LOADSampleZone:

Peak load at Aug 1600 LDTat Aug 1600 LDT1.    DESIGN CONDITIONS
Inside: °F75 Outside: °F91 TD: °F16
OutRH: 57 % MoistDiff: gr/lb59.4 Mult: 1.0 Ins.wb °F63

Sensible Latent
10112.    SOLAR RADIATION THROUGH GLASS -

3.    TRANSMISSION GAINS Sensible 10629 -
Walls: 3574 - -
Glass: 959 - -
Doors: 103 - -
Partitions: 0 - -
Floors: 448 - -
Ceilings: 5546 - -

4.    INTERNAL HEAT GAIN Sensible Latent 675651945
Occupants: 67568444 - -
Lights: 36485 - - -
Motors: 0 - - -
Appliances: 07016 - -

5.    INFILTRATION: 0Outside air cfm: 0 0
6.    SUBTOTAL: Space load Sensible Latent 675663586

Envelope 675663586 - -
Less external 0 - - -
Redistribution 00 - -

07.    SUPPLY DUCT -
8.    SUBTOTAL: Space load + supply duct 63586 -

3500Actual cfm: at supply TD: 20 - -
Make-up air cfm:9.    VENTILATION: 8416494 19924

10.   RETURN AIR LOAD: Lighting + plenum (net) 0 -
011.   RETURN DUCT -

266807200112.   TOTAL LOADS ON EQUIPMENT

HEATING LOAD

13.   DESIGN CONDITIONS Mult: 1.0
Inside: °F70 Outside: °F43 TD: °F27

14.   TRANSMISSION LOSSES 20540
Walls: 6101 -
Glass: 1749 -
Doors: 187 -
Partitions: 0 -
Floors: 9231 -
Ceilings: 3272 -

15.   INFILTRATION: 75525Outside air cfm:
16.   SUBTOTAL: Space load 21295

Envelope 21295 -
Less external 0 -
Less transfer 0 -
Redistribution 0 -

17.   SUPPLY DUCT: 0
18.   VENTILATION: 14659494Make-up air cfm:
19.   HUMIDIFICATION 6287

Piping 0
20.   RETURN DUCT 0
21.   TOTAL HEATING LOAD ON EQUIPMENT 42241
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Sample ProjectJob:Right-Suite® Universal 2023 Load Summary
Ocotober 25th, 2021Date:

SYSTEM 1 Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

Project Information
Sample ProjectFor:
1234 82nd Avenue Suite # 203, Vero Beach, FL 32966
Phone: 772-473-7350

COOLING LOADSYSTEM 1Zone:

Peak load at Aug 1600 LDTat Aug 1600 LDT1.    DESIGN CONDITIONS
Inside: °F75 Outside: °F91 TD: °F16
OutRH: 57 % MoistDiff: gr/lb59.4 Mult: 1.0 Ins.wb °F63

Sensible Latent
8532.    SOLAR RADIATION THROUGH GLASS -

3.    TRANSMISSION GAINS Sensible 6494 -
Walls: 1889 - -
Glass: 762 - -
Doors: 103 - -
Partitions: 0 - -
Floors: 448 - -
Ceilings: 3292 - -

4.    INTERNAL HEAT GAIN Sensible Latent 438228734
Occupants: 43825477 - -
Lights: 18025 - - -
Motors: 0 - - -
Appliances: 05232 - -

5.    INFILTRATION: 0Outside air cfm: 0 0
6.    SUBTOTAL: Space load Sensible Latent 438236081

Envelope 438236081 - -
Less external 0 - - -
Redistribution 00 - -

07.    SUPPLY DUCT -
8.    SUBTOTAL: Space load + supply duct 36081 -

1750Actual cfm: at supply TD: 20 - -
Make-up air cfm:9.    VENTILATION: 3777222 8942

10.   RETURN AIR LOAD: Lighting + plenum (net) 0 -
011.   RETURN DUCT -

133243985812.   TOTAL LOADS ON EQUIPMENT

HEATING LOAD

13.   DESIGN CONDITIONS Mult: 1.0
Inside: °F70 Outside: °F43 TD: °F27

14.   TRANSMISSION LOSSES 10554
Walls: 2798 -
Glass: 1391 -
Doors: 187 -
Partitions: 0 -
Floors: 4444 -
Ceilings: 1734 -

15.   INFILTRATION: 75525Outside air cfm:
16.   SUBTOTAL: Space load 11309

Envelope 11309 -
Less external 0 -
Less transfer 0 -
Redistribution 0 -

17.   SUPPLY DUCT: 0
18.   VENTILATION: 6579222Make-up air cfm:
19.   HUMIDIFICATION 2991

Piping 0
20.   RETURN DUCT 0
21.   TOTAL HEATING LOAD ON EQUIPMENT 20880
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Sample ProjectJob:Right-Suite® Universal 2023 Load Summary
Ocotober 25th, 2021Date:

SYSTEM 2 Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

Project Information
Sample ProjectFor:
1234 82nd Avenue Suite # 203, Vero Beach, FL 32966
Phone: 772-473-7350

COOLING LOADSYSTEM 2Zone:

Peak load at Aug 1600 LDTat Aug 1600 LDT1.    DESIGN CONDITIONS
Inside: °F75 Outside: °F91 TD: °F16
OutRH: 57 % MoistDiff: gr/lb59.4 Mult: 1.0 Ins.wb °F63

Sensible Latent
1582.    SOLAR RADIATION THROUGH GLASS -

3.    TRANSMISSION GAINS Sensible 4136 -
Walls: 1685 - -
Glass: 196 - -
Doors: 0 - -
Partitions: 0 - -
Floors: 0 - -
Ceilings: 2254 - -

4.    INTERNAL HEAT GAIN Sensible Latent 237423212
Occupants: 23742967 - -
Lights: 18461 - - -
Motors: 0 - - -
Appliances: 01783 - -

5.    INFILTRATION: 0Outside air cfm: 0 0
6.    SUBTOTAL: Space load Sensible Latent 237427505

Envelope 237427505 - -
Less external 0 - - -
Redistribution 00 - -

07.    SUPPLY DUCT -
8.    SUBTOTAL: Space load + supply duct 27505 -

1750Actual cfm: at supply TD: 20 - -
Make-up air cfm:9.    VENTILATION: 4639272 10982

10.   RETURN AIR LOAD: Lighting + plenum (net) 0 -
011.   RETURN DUCT -

133563214412.   TOTAL LOADS ON EQUIPMENT

HEATING LOAD

13.   DESIGN CONDITIONS Mult: 1.0
Inside: °F70 Outside: °F43 TD: °F27

14.   TRANSMISSION LOSSES 9986
Walls: 3303 -
Glass: 358 -
Doors: 0 -
Partitions: 0 -
Floors: 4787 -
Ceilings: 1538 -

15.   INFILTRATION: 00Outside air cfm:
16.   SUBTOTAL: Space load 9986

Envelope 9986 -
Less external 0 -
Less transfer 0 -
Redistribution 0 -

17.   SUPPLY DUCT: 0
18.   VENTILATION: 8080272Make-up air cfm:
19.   HUMIDIFICATION 3295

Piping 0
20.   RETURN DUCT 0
21.   TOTAL HEATING LOAD ON EQUIPMENT 21361
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Sample ProjectJob:Duct System Summary
Ocotober 25th, 2021Date:

SYSTEM 1 Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

0.100Return FR ( in/100ft ):0.100Supply FR ( in/100ft ):EqualFricCalculation method:

CoolingHeating
0.2300.230Equipment pressure losses ( in H2O ):
0.1550.181Duct system losses ( in H2O ):
0.3850.411Total fan pressure ( in H2O ):
17501750Fan air flow ( cfm ):

Supply Branch Summary

Htg Clg Design Veloc Shape Duct Duct Cumm.
Name Load Load AVF Size Matl Loss

(Btuh) (Btuh) (cfm) (fpm) (in) (in H2O)

BREAK 1600 2377 248h 709 Round 8 VinlFlx 0.150
FILE STORAGE 882 2704 136h 511 Round 7 VinlFlx 0.122
OFFICE1 126 2395 116c 591 Round 6 VinlFlx 0.138
OFFICE2 129 2458 119c 606 Round 6 VinlFlx 0.084
OFFICE3 1186 3244 184h 687 Round 7 VinlFlx 0.076
OFFICE4 1763 3040 273h 617 Round 9 VinlFlx 0.078
RECEPTION/WAITING 1098 3931 190c 712 Round 7 VinlFlx 0.075
RECEPTION/WAITING-A 1098 3931 190c 712 Round 7 VinlFlx 0.065
RR 482 1012 75h 548 Round 5 VinlFlx 0.139
RR2 363 848 56h 412 Round 5 VinlFlx 0.123
SHOWROOM A 1291 5101 247c 708 Round 8 VinlFlx 0.065
SHOWROOM A-A 1291 5101 247c 707 Round 8 VinlFlx 0.048

Supply Trunk Summary

Htg Clg Design Veloc Shape Duct Duct Pres
Name Load Load AVF Size Matl Loss

(Btuh) (Btuh) (cfm) (fpm) (in) (in H2O)

st9 6530 18079 1011h 606 Rect 20 12x RectFbg 0.001
st8 7628 22010 1180h 708 Rect 20 12x RectFbg 0.005
st10 2948 6284 456h 684 Rect 8 12x RectFbg 0.003
st11 1763 3040 273h 409 Rect 8 12x RectFbg 0.000
st12 3581 11795 571c 857 Rect 8 12x RectFbg 0.009
st13 3452 9337 534h 801 Rect 8 12x RectFbg 0.021
st3 2582 10202 494c 741 Rect 8 12x RectFbg 0.010
st7 7628 22010 1180h 708 Rect 20 12x RectFbg 0.004
st4 8726 25941 1350h 810 Rect 20 12x RectFbg 0.004
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Return Branch Summary

Htg Clg Design Veloc Shape Duct Duct Cumm.
Name Load Load AVF Size Matl Loss

(Btuh) (Btuh) (cfm) (fpm) (in) (in H2O)

rb23 3680 14133 684c 490 Round 16 VinlFlx 0.034
rb22 4285 14027 679c 486 Round 16 VinlFlx 0.034
rb8 2861 6971 443h 564 Round 12 VinlFlx 0
rb7 482 1012 75h 856 Round 4 VinlFlx 0
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Sample ProjectJob:Duct System Summary
Ocotober 25th, 2021Date:

SYSTEM 2 Craig C BrooksBy:
Sample ProjectPlan:

WebREPS, LLC

1880 82nd Avenue Suite # 203, Vero Beach, FL 32966 Phone: 800-810-3280  Fax: 888-971-2999   Email: manualj@webrepshvac.com  License: CAC054709

0.100Return FR ( in/100ft ):0.100Supply FR ( in/100ft ):EqualFricCalculation method:

CoolingHeating
00Equipment pressure losses ( in H2O ):
7.1037.115Duct system losses ( in H2O ):
7.1037.115Total fan pressure ( in H2O ):
17501750Fan air flow ( cfm ):

Supply Branch Summary

Htg Clg Design Veloc Shape Duct Duct Cumm.
Name Load Load AVF Size Matl Loss

(Btuh) (Btuh) (cfm) (fpm) (in) (in H2O)

HARDWARE 1005 2060 176h 659 Round 7 VinlFlx 0.039
OFFICE6 1840 3938 323h 411 Round 12 VinlFlx 0.009
OFFICE7 786 2662 169c 633 Round 7 VinlFlx 7.048
OFFICE8 1802 2724 316h 715 Round 9 VinlFlx 0.040
SHOW ROOM B-C 2276 8086 514c 942 Round 10 VinlFlx 0.048
SHOW ROOM B-D 2276 8086 514c 942 Round 10 VinlFlx 0.063

Supply Trunk Summary

Htg Clg Design Veloc Shape Duct Duct Pres
Name Load Load AVF Size Matl Loss

(Btuh) (Btuh) (cfm) (fpm) (in) (in H2O)

st6 2588 5386 454h 778 Rect 7 12x RectFbg 0.002
st2 3594 7445 630h 540 Rect 14 12x RectFbg 0.002
st1 4552 16171 1027c 685 Rect 18 12x RectFbg 0.010
st5 2588 5386 454h 389 Rect 14 12x RectFbg 0.005

Return Branch Summary

Htg Clg Design Veloc Shape Duct Duct Cumm.
Name Load Load AVF Size Matl Loss

(Btuh) (Btuh) (cfm) (fpm) (in) (in H2O)

rb27 5121 14084 898h 1143 Round 12 VinlFlx 0.069
rsb13 4864 13471 856c 613 Round 16 VinlFlx 0.021


